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IMPORTANT: Connect a good Earth 
Ground here for protection from Power 
Surges and near-by Lightning

External Ground lug can be 
removed and Internally 
Connected to Earth Ground

Internal Earth Ground 
Connection

Figure 1. Earth Ground Connection Options



Alarms from BDA and BBU
(23 AWG wire) DC Power and Earth Ground 

Alarms to Fire Panel

Internal Earth Ground 
Connection 

Plug with Fire Panel End-of-Line 
Resistors Installed

(23 AWG wire) 

Figure 2. Typical Internal Wire Routing



Figure 3. Alarms from BDA, BBU, Connections to Fire Panel and 
DC Power/Earth Ground routed through wall into back of Panel



Figure 4. CAT 5/6 Cable Connection from AS-1 Splitter

IMPORTANT: Connect an Independent  Earth 
Ground here for protection from Power 
Surges and near-by Lightning   (see Figure 1).



Figure 5. TRM-2 In-wall Mounting Kit and Trim Plate



Figure 6. Connections using Metallic J-Box



Figure 7. Optional Transformer Cover (required by some AHJs)
BW-375RUL 4.63”x5.75”x3.75” Red Transformer Cover                 

(available from AMAZON.com)

DC Power and Earth Ground 
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